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NEW SAW-CUT

CONTROL JOINTS -

ALIGN WITH NEW

HANDRAILS ( REF.

TO DWG 4/A200)

1. CLEAN CONCRETE CRACKS OF LOOSE MATERIAL; SAW-CUT

TO ACHIEVE THE MINIMUM WIDTH AND DEPTH

RECOMMENDED BY THE MANUFACTURER FOR APPLICATION

OF CRACK SEALANT (DYMONIC 100 BY TREMCO). SAW CUT

NEW CONTROL JOINT AS INDICATED ON DWG 2/A100.

2. PROVIDE CONCRETE CRACK SEALANT AS RECOMMENDED

BY SEALANT MANUFACTURER.

3. CLEAN CONCRETE SLAB/STEPS OF LOOSE MATERIAL, DUST,

LAITANCE, SURFACE FILM AND OTHER CONTAMINANTS.

PREPARE SURFACE PER MANUFACTURER'S

RECOMMENDATION TO RECEIVE STONWALK HD, AND

STONSEAL PA7 (ALL BY STONHARD). INCLUDE THE FINISH

ON BOTH SIDES OF THE STAIRS.

4. AT STAIR NOSINGS, PROVIDE ECOGLO F4 STAIR NOSING

(COLOUR F4170) BY KINESIK ENGINEERED PRODUCTS,

FASTENED TO THE CONCRETE PER MANUFACTURER'S

RECOMMENDATIONS. PRIOR TO INSTALLATION OF ECOGLO,

PREPARE RISERS, EVEN THE SURFACE & PLUMB.

REPAIR CONCRETE CRACKS AND PROVIDE CONCRETE

SLAB COATING AS DESCRIBED:
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D1

D2

D3

D4

D5

D6

REMOVE AND DISPOSE EXISTING MASONRY WALL, PARTITION WALL AND/OR CHASE

WALL (FULL HEIGHT) C/W ALL ASSOCIATED AND/OR ATTACHED COMPONENTS. CAP

TERMINATED SERVICES, OR PREPARE FOR RELOCATION - REFER TO MECHANICAL

AND ELECTRICAL DRAWINGS FOR DETAILS.  REPAIR AND MAKE GOOD  ALL SURFACES.

MAKE READY TO RECEIVE PROPOSED WORK.

REMOVE AND DISPOSE, OR REMOVE AND RELOCATE (REFER TO MECHANICAL AND

ELECTRICAL DRAWINGS FOR MORE DETAILS) ALL EXISTING FIXTURES AND FITTINGS IN

THIS AREA. CAP ABANDONED SERVICES AND MAKE GOOD. PATCH MASONRY, LEAVE

SURFACE CLEAR AND  READY TO RECEIVE PROPOSED WORK.

REMOVE AND DISPOSE EXISTING DOOR AND FRAME/SCREEN C/W ALL ASSOCIATED

COMPONENTS AND/OR ATTACHED COMPONENTS. MAKE GOOD AND READY TO RECEIVE

PROPOSED WORK.

REMOVE EXISTING CHALKBOARD, MARKER BOARD, OR TACK BOARD INCLUDING

ADHESIVE. MAKE GOOD (INCLUDE FILLING IN DAMAGED BLOCK & PATCHING) & READY

TO RECEIVE NEW WORK.

D8

REMOVE EXISTING VCT FLOORING INCLUDING ADHESIVE. PREPARE SURFACE TO RECEIVE

NEW FLOOR FINISH - REFER TO FLOOR FINISH & ROOM FINISH SCHEDULE DRAWINGS.

GRINDING OF ADHESIVE RESIDUE LEFT BEHIND IS INCLUDED IN SCOPE OF WORK.

ALTERATION TO EXISTING AREA LEGEND:

EXISTING WALL, DOOR, SCREEN OR OTHER COMPONENT (MILLWORK,

PLUMBING FIXTURE, MECHANICAL & ELECTRICAL EQUIPMENT) TO BE

REMOVED/DEMOLISHED

EXISTING WALLS TO REMAIN

GENERAL DEMOLITION NOTES:

1. REFER TO SPECS & ABATEMENT REPORT REGARDING  DESIGNATED SUBSTANCES

REMOVAL.

EXISTING SCREEN TO REMAIN

EXISTING DOOR TO REMAIN

REMOVE  EXISTING  MILLWORK WITH SUPPORTING FRAMING, AND ALL ASSOCIATED

COMPONENTS. MAKE GOOD AND PREPARE TO RECEIVE NEW FINISHES. ALLOW FOR

FILL IN OF DAMAGED MASONRY WALL.

D7

REMOVE EXISTING FLOORING, CUT AND REMOVE EXISTING CONC. SLAB WITH ITS

SUB-BASE FOR THE PURPOSE OF REMOVING EXISTING, OR PLACING NEW SERVICES.

REFER TO MECH. DWGS FOR MORE INFO.

DEMOLITION NOTES:

D1A

REMOVE AND DISPOSE EXISTING MASONRY WALL FOR NEW DOOR AND/OR SCREEN

OPENING. REMOVE ASSOCIATED AND/OR ATTACHED COMPONENTS. CAP TERMINATED

SERVICES, OR PREPARE FOR RELOCATION - REFER TO MECHANICAL AND ELECTRICAL

DRAWINGS FOR DETAILS. MAKE GOOD  ALL SURFACES & READY TO RECEIVE NEW WORK.

FOR NEW DOOR OPENING TOOTH SAW-CUT DETAIL REFER TO DWG 5/A800.

D9

REMOVE  EXISTING  TWO CEILING LAYERS: (CEILING TILES & GRID) WITH BULKHEADS

AND ALL ASSOCIATED COMPONENTS (REFER TO MECH. & EL. DWGS), AND WOOD

PANELS - SECOND CEILING ABOVE. MAKE GOOD & PREPARE THE AREA FOR NEW

WORK.

REMOVE AND DISPOSE EXISTING DISPLAY CASE. MAKE GOOD WALL & FLOOR (INCLUDE

FILLING IN DAMAGED AREAS & MASONRY PATCHING) AND READY TO RECEIVE NEW WORK.

D1D

CAREFULLY REMOVE EXISTING WOOD PANELING WITH WOOD STRAPPING , AND ALL

ASSOCIATED OR ATTACHED COMPONENTS. STORE WOOD PANELS FOR REUSE. MAKE

GOOD  ALL SURFACES & READY TO RECEIVE NEW WORK. RE-INSTALL WOOD PANELS AS

SHOWN IN INTERIOR ELEVATION AFTER INSTALLATION OF NEW DOOR & SCREEN.

D7A

REMOVE AND DISPOSE EXISTING BUILT-IN DISPLAY CASE WITH GLAZING  &  ALL

ASSOCIATED COMPONENTS (REFER TO EL. & MECH. DWGS. FOR MORE INFO).

REMOVE PARTIALLY EXISTING WALL DIRECTLY BELOW THE EXISTING DISPLAY CASE

TO THE FLOOR TO PROVIDE SPACE FOR NEW BUILT-IN BENCH. MAKE GOOD & READY

TO RECEIVE NEW WORK. INCLUDE FOR FILLING & PATCHING DAMAGED MASONRY .

D9A

D11

REMOVE  EXISTING ANCHORED BENCHES AND MAKE GOOD.

EXISTING CEILING TILES W/GRID & BULKHEADS, LIGHTS AND OTHER

COMPONENTS TO BE REMOVED. REFER TO MECH. & EL. DWGS FOR

MORE INFO.

D12

REMOVE  @ RELOCATE EXISTING ELECTRICAL PANEL - REFER TO ELECTR. DWGS

D13

REMOVE EXIST. EXISTING WINDOW AND WINDOW SILL. MAKE GOOD AND READY FOR

INSTALLATION OD NEW WINDOW AND WINDOW SILL.

EXISTING GRIDLINE

D14

CUT OPENING IN EXISTING EXTERIOR WALL TO PROVIDE MECHANICAL DUCT

PENETRATION AND GRILLE. REFER TO MECH. AND STRUCTURAL DWGS.

D2A

REMOVE AND DISPOSE EXISTING DOOR AND FRAME/SCREEN C/W ALL ASSOCIATED

COMPONENTS AND/OR ATTACHED COMPONENTS. REMOVE ADDITIONAL WOOD

PANELING AND CANOPY ABOVE THE SCREEN. MAKE GOOD AND READY TO RECEIVE

PROPOSED WORK.

NEW PENETRATION IN THE EXISTING WALL - REFER TO MECH. DWGS

PIPING AND CONDUITS PENETRATIONS FROM THE  ROOF

D1C

SAW-CUT BACK 600mm OF GLAZED BLOCK CLADDING. MAKE GOOD  ALL SURFACES, EDGES

& READY TO RECEIVE NEW WORK.

D15

REMOVE EXISTING TERRAZZO FLOORING AND PREPARE THE SURFACE TO RECEIVE

NEW CONC. TOPPING. INCLUDE FOR EXCAVATION FOR SANITARY LINE CONNECTIONS

- REFER TO MECH. DWGS.

D8A

REMOVE  EXISTING  MIRROR WITH SUPPORTING BACKING, AND ALL ASSOCIATED

COMPONENTS. MAKE GOOD AND PREPARE TO RECEIVE NEW PAINT. ALLOW FOR FILL

IN OF DAMAGED MASONRY WALL.

D15A

REMOVE EXISTING TERRAZZO FLOORING, SLAB & SUB-GRADE FOR NEW SANITARY

CONNECTIONS  - REFER TO MECH. DWGS. RE-INSTATE THE SLAB AFTER COMPLETION

OF WORK & PREPARE THE SURFACE TO RECEIVE NEW FLOOR FINISH.

REMOVE  EXISTING  TWO CEILING LAYERS: (CEILING TILES & GRID) WITH BULKHEADS

AND ALL ASSOCIATED COMPONENTS (REFER TO MECH. & EL. DWGS), AND GLUED ON

BOARD CEILING TILES - SECOND CEILING ABOVE. MAKE GOOD & PREPARE THE AREA

FOR NEW WORK.

D8B

REMOVE  EXISTING BENCH AND FASTENING BOLTS.  FILL-IN, PATCH & REPAIR

TERRAZZO FLOOR TO MATCH EXISTING. MAKE GOOD.

D11A

RELOCATE  EXISTING WALL MOUNTED DISPOSAL CONTAINER.

D1B

REMOVE AND DISPOSE EXISTING WALL WOOD PANELING WITH WOOD STRAPPING, AND

ALL ASSOCIATED OR ATTACHED COMPONENTS. MAKE GOOD  ALL SURFACES & READY TO

RECEIVE NEW WORK. TEMP. REMOVE ACT CEILING AS REQ.'D FOR THE DEMO/RENO WORK

AND REINSTALL AFTER COMPLETION.
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NEW PIPING AND CONDUITS

PENETRATIONS IN 1HR FIRE

RATED ENCLOSURE FROM

THE ROOF THROUGH THIRD

FLOOR, INTO FIRST FLOOR

CEILING SPACE - REFER TO

MECH. DWGS

W
2
-
1

W2-2 W2-3 W2-4 W2-3

ADJUST (CUT/REPLACE AS

REQUIRED) EXIST. T-BAR

CEILING IN THE AREA OF

 PIPE PENETRATION/ENCLOSURE

PATCH EXIST. FLOOR AS

NECESSARY

PROVIDE ALUM. CAP

ON OUTSIDE TO

BRIDGE W2-2 & A2-3

PROVIDE ALUM. CAP

ON OUTSIDE TO

BRIDGE W2-4 & A2-3

FLOOR PLAN LEGEND

EXISTING WALLS TO REMAIN

EXISTING DOOR TO REMAIN

EXISTING WINDOW

NEW WINDOW

W2-0

1. FIRE STOP AT ALL SLAB PENETRATIONS.

MAINTAIN EXISTING FIRE SEPARATIONS.

2. GROUT SOLID WHERE NECESSARY.

FIRE PROOFING NOTES:

3. PRIME & PAINT ALL LINTELS.

4. PROVIDE FIRE PROOFING PRODUCTS

AS LISTED IN THE ULC/ cUL .

NOTE:

REFER TO DWG 2/A-200-D FOR LOCATION

OF ADDITIONAL WOOD FRAMING AT

EXISTING CHALKBOARD AND WOOD

PANELING.
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REMOVE EXIST. WINDOW,

WINDOW SILL, AND HEADER & JAM

TRIM. MAKE GOOD & READY FOR

INSTALLATION OF NEW WINDOW &

WINDOW SILL

1

 DEMOLITION LEGEND:

EXISTING WINDOW AND WINDOW SILL  TO BE

REMOVED/DEMOLISHED

1. REFER TO SPECS & ABATEMENT REPORT REGARDING

DESIGNATED SUBSTANCES REMOVAL.

PIPING AND CONDUITS PENETRATIONS FROM THE

ROOF , THROUGH THIRD FLOOR SLAB, SECOND

FLOOR SLAB INTO FIRST FLOOR CEILING SPACE.

PREPARE THE AREA FOR NEW CHASE WALL

ENCLOSURE. SEE DET. 2/A201-D.

EXISTING WALLS TO REMAIN

EXISTING DOOR TO REMAIN

 DEMOLITION NOTE:

1

CUT & REMOVE PART OF EXIST. WOOD PANELING. MAKE

GOOD. PROVIDE NEW WOOD TRIM TO MATCH EXIST. PANELS

3
5
0

CUT & REMOVE PART OF EXIST. CHALKBOARD & MAKE

GOOD. PATCH THE WALL & MAKE GOOD. PROVIDE NEW

WOOD TRIM FOR THE SIDE OF EXIST. CHALKBOARD

REMOVE EXIST. TACKBOARD, CLEAN, PATCH THE WALL

& MAKE GOOD.
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NEW PIPING AND CONDUITS

PENETRATIONS FROM THE

ROOF THROUGH THIRD

FLOOR SLAB DOWN

DISCONNECT & REMOVE TEMPORARILY

EXIST. VENTILATOR IN ORDER TO

ALLOW REMOVAL OF EXISTING AND

INSTALLATION OF NEW  WINDOW .

REMOVE EXIST. WINDOW & WINDOW

SILL. MAKE GOOD AND READY FOR

INSTALLATION OF NEW WINDOW &

WINDOW SILL

REMOVE EXIST. WINDOW & WINDOW

SILL. MAKE GOOD AND READY FOR

INSTALLATION OF NEW WINDOW &

WINDOW SILL

REMOVE EXIST. WINDOW & WINDOW

SILL. MAKE GOOD AND READY FOR

INSTALLATION OF NEW WINDOW &

WINDOW SILL

REMOVE EXIST. WINDOW & WINDOW

SILL. MAKE GOOD AND READY FOR

INSTALLATION OF NEW WINDOW &

WINDOW SILL

REMOVE EXIST. WINDOW &

WINDOW SILL. MAKE GOOD &

READY FOR INSTALLATION OF

NEW WINDOW, WINDOW SILL

AND JAM & HEADER

REMOVE PART OF EXIST. T-BAR CEILING

INCL. GRID & LIGHT FIXTURES. CUT PART

OF SECOND EXIST. CEILING (ACOUSTIC

TILE ON MTL LATH & PLASTER ON WOOD

STRAPPING) TO ALLOW STRUCTURAL

WORK - REFER TO STRUCT. DWGS
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-
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3
-
5

W
3
-
6

W3-7

W3-8

W
3
-
3

W
3
-
2

W
3
-
1

P
W

5

9
8
0

250

W
3
-
1

W
3
-
1

W
3
-
8

RE-CONNECT THE NEW

VENTILATOR AFTER

INSTALLATION OF NEW WINDOW

NEW PIPING AND CONDUITS  IN 1HR

FIRE RATED ENCLOSURE FROM THE

ROOF THROUGH THIRD & SECOND

FLOOR, INTO FIRST FLOOR CEILING

SPACE - REFER TO MECH. DWGS

REINSTALL PART OF REMOVED CEILINGS:

T-BAR: ALLOW FOR 28 NEW ACT TILES &

RECONNECTION OF 4 LIGHT FIXTURES.

SECOND CEILING: 2 LAYERS OF TYPE "X"

GYP. BOARD PANELS FOR 1HR FIRE

RATING TIGHT TO EXIST. PART OF CEILING

 LEGEND:

EXISTING WINDOW AND WINDOW SILL TO BE

REMOVED/DEMOLISHED

NEW PIPING & CONDUIT PENETRATIONS IN A SLAB

ABOVE AND BELOW

PW5

NEW 90MM SOLID CONCRETE  BLOCK WALL ALL THE

WAY UP TO THE STRUCTURE

EXISTING WALLS TO REMAIN

EXISTING DOOR TO REMAIN

EXISTING WINDOW  TO REMAIN

1. FIRE STOP AT ALL FLOOR PENETRATIONS. MAINTAIN EXISTING

FIRE SEPARATIONS.

2. ENSURE REQUIRED RATING WITH CMU; GROUT SOLID WHERE

NECESSARY.

3. PRIME & PAINT ALL LINTELS.

4. PROVIDE FIRE PROOFING PRODUCTS AS LISTED IN THE ULC/ cUL .

FIRE PROOFING NOTES:
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STOR. RM
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LOBBY
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ENTRANCE

4580
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INFILL EXIST. FLOOR

MAT DEPRESSION

EXIST.

VESTIBULE

EXIST.

LOBBY

EXIST.

ENTRANCE

EXIST. METAL FLASHING

EXIST. ROOF &

ROOF STRUCTURE

EXIST. ALUM.

FASCIA

EXIST. CONC. SLAB

EXIST. BRICK

WALL BEYOND

EXIST.

TERRAZZO

NEW

TERRAZZO

FLOOR

NEW ALUM.

SCREEN & DOORS

NEW ALUM. EXTERIOR

SCREEN & DOORS

3
0
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0

.

EXIST. BRICK

WALL
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A203
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A203

REPAIR EXIST.

BRICK & MORTAR

ON BOTH SIDES

EXIST.

VESTIBULE

EXIST.

LOBBY

EXIST. T-BAR

CEILING

REMOVE PART OF EXIST.

T-BAR CEILING

REMOVE EXIST. SCREEN &

DOORS AND MAKE GOOD

REMOVE EXIST. TERRAZZO

FLOOR &  MAKE GOOD

REMOVE

EXIST. GYP. BOARD

CEILING WITH FRAMING

& MAKE GOOD

REMOVE EXIST.

SCREEN & DOORS

AND MAKE GOOD

EXIST. PRECAST

CANOPY TO REMAIN

EXIST. ALUM.

FASCIA TO

REMAIN

EXIST.

ENTRANCE

EXIST. MTL FLASHING TO REMAIN

EXIST. ROOF & ROOF

STRUCTURE TO REMAIN

EXIST. BRICK

WALL BEYOND

EXIST.

STOR. RM

EX
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3025
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EXIST.

VESTIBULE
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D6 D6

D1

D2

REMOVE AND DISPOSE EXISTING DOOR AND FRAME/SCREEN C/W ALL ASSOCIATED

COMPONENTS AND/OR ATTACHED COMPONENTS. MAKE GOOD AND READY TO RECEIVE

PROPOSED WORK.

REMOVE EXISTING  TERRAZZO FLOORING INCLUDING STEEL FRAME OF FLOOR MAT.

PREPARE SURFACE OF CONCRETE SLAB TO RECEIVE NEW TERRAZZO FINISH.

DEMOLIOTION LEGEND:

EXISTING WALL, DOOR, SCREEN OR OTHER COMPONENT (MILLWORK,

PLUMBING FIXTURE, MECHANICAL & ELECTRICAL EQUIPMENT) TO BE

REMOVED/DEMOLISHED

EXISTING WALLS TO REMAIN

GENERAL DEMOLITION NOTES:

1. REFER TO SPECS & ABATEMENT REPORT REGARDING  DESIGNATED SUBSTANCES REMOVAL.

EXISTING DOOR TO REMAIN

DEMOLITION NOTES:

D4

REMOVE  EXISTING  CEILING TILES AND BULKHEAD. CUT THE GRID TO FIT NEW

ALUMINUM SCREEN FRAMING.

D3

REMOVE  EXISTING  GYPSUM BOARD CEILING & LIGHT FIXTURE. PREPARE SURFACE TO

RECEIVE NEW GYPSUM BOARD CEILING & LIGHT FIXTURE (REFER TO EL. DWGS).

REMOVE , IF NECESSARY, EXISTING LIGHT FIXTURE FOR THE TIME OF NEW SCREEN

AND CEILING CONSTRUCTION. RE-INSTALL IT IN ITS ORIGINAL LOCATION.

D5

GRIND DOWN EXISTING CONCRETE TO RECEIVE NEW TERRAZZO.

D6

EXIST. BRICK

WALL BEYOND

EXIST. BRICK

WALL

EXIST. ALUM. FASCIA

NEW DIRECT APPLIED FINISH SYSTEM ON SOFFIT BULKHEAD

EXIST.

BRICK

WALL

EXIST.

BRICK

WALL

3
0
3
0

.CW01

A203

3

EXISTING WALLS TO REMAIN

NEW LIGHT FIXTURE

REFLECTED CEILING PLAN LEGEND:

EXIST. ACT CEILING TO BE

REMOVED

GB

EXIST. ACT CEILING TO BE

ADJUSTED

EXIST. ACOUSTIC CEILING

TILES TO REMAIN

DIRECT APPLIED FINISH

SYSTEM

NEW GYP. BOARD CEILING

FLOOR PLAN LEGEND

EXISTING WALLS AND

STRUCTURE TO REMAIN

NEW DOOR AND FRAME - REFER

TO THE DOOR SCHEDULE

123

EXISTING DOOR TO REMAIN

NEW INTERIOR SCREEN

POWER DOOR OPERATORPDO

METAL

MTL

NEW EXTERIOR SCREEN

E
X

NEW TERRAZZO FLOOR & AREA

OF TERRAZZO FLOOR  REPAIR

CW01

EXISTING

EX

PAINT

P

EXIST. LIGHT FIXTURE TO BE

REMOVED

EXISTING LIGHT FIXTURES

DEFS

1. TRANSITION STRIP IN EVERY CHANGE OF MATERIAL.

2. ALL TRANSITIONS BETWEEN DIFFERING MATERIALS TO BE FLUSH.

3. ALL FLOOR FINISH TRANSITIONS TO MEET UNDER DOOR (WHERE DOOR OCCURS).

4. ALL TERRAZZO IN-FILLS TO EXTEND TO NEXT METAL STRIP.

5. CONTROL JOINT IN TILING SYSTEM EVERY 10 METERS.

6. ALL EXISTING BASE TO BE REMOVED PRIOR TO NEW BASE INSTALLATION.

7. REFER TO DRAWING A800 FOR ROOM FINISH SCHEDULE.

GENERAL FLOOR FINISH NOTES:

DIRECT APPLIED

SYSTEM ON 15.9mm

GYP. SHEATHING ON

92mm METAL STUDS

FRAMING

REVEAL TRIM

12.7mm GYP. BOARD

ON 64mm METAL

STUDS FRAMING

REVEAL TRIM

NEW ALUM.

EXTERIOR SCREEN

EXIST. ROOF STRUCTURE

AND ROOF FINISH

EXIST. ROOF STRUCTURE

AND ROOF FINISH

EDGE TRIM

EXIST. T-BAR

CEILING.

PROVIDE

NEW CEILING

TILE AT THE

EDGE OF

NEW SCREEN

12.7mm GYP. BOARD

ON 64mm METAL

STUDS FRAMING

REVEAL TRIM

12.7mm GYP. BOARD ON

BOTH SIDES OF 152mm

METAL STUDS FRAMING

ALUM. SPANDREL

PANEL

EXIST. BEAM

TO REMAIN

.

REVEAL TRIM

DIRECT APPLIED SYSTEM
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GENERAL MILLWORK NOTES:
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3. ALL DIMENSIONS TO BE SITE VERIFIED PRIOR TO FABRICATION.
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3. ALL NEW WALLS AND GB CEILINGS TO BE PAINTED.

4. FOR INTERIOR ELEVATIONS AND MORE INFORMATION REFER TO DRAWING A700.
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